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Building Details 

Building Name: Hickinbotham Building 
Building No: RW051 
 

Date of Inspection: 
10/04/2019 Inherent Risk 

Keys required: 
Plant Room  Medium 

No. of Roofs on Building: 1 

Pitch: Near flat <5° Roof Height (m): 
Approximately 3.3 metres  

Gutter Details: 
External Gutter                    
Box Gutter                          X 

Fragile Panels / areas: 
Sky Lights 

Access: 
Walkways  

Pla–  This building is also linked to 

the RW051 Hickinbotham Building (refer to separ 

Medium 

Do not carry out any tasks at an unguarded roof edge 
unless a fall prevention device in implemented in 
restraint method. 

Slip & trip hazard; 
Walking on roof 

Rare x Minor 
Low 

Walk and do not run. Wear protective footwear. 
Uneven levels create trip hazards. Stop work if 
weather makes footing risky. 

Environmental hazard; 
Weather – Heat, rain, strong winds 
 

Rare x Minor 
Low 

Do not work in extreme weather conditions which will 
adversely affect workers 
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1. The method of access to rooftop shall depend on the specific job task being undertaken and risk assessment completed prior to 
commencement of work and included in Job Safety Analysis (JSA) or Safe Work Method Statement (SWMS) or Safe Work 
Procedure (SWP) and Safe Work Instruction (SWI); 

2. Access and work on roof top when weather is clear, dry and when winds do not create added risk; 
3. Footwear must comply with AS/NZS 2210 and appropriate to job task being undertaken; 
4. Sun protection policy and procedure is in place when working outdoors; 
5. 


